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State Well 

Number DateAquifer Depth pH Silica Calcium Magnesium Sodium Potassium Carbonate Bicarb. Sulfate Chloride Fluoride Nitrate
Dissolved

 Solids

Spec. Cond 

umhos

Hardness 

as CaCO3 % Sodium SAR RSCB/U

3857103

124QNCT 635 B 8.22  17.6  1.25  0.63  98.6  2.34 1.2 220.88  30.6  6.1  0.06 < 0.22 267 464 5 97 17.95 3.55####6 16/ /

3857502

124SPRT 460 B 7.4  14  11.4  2.7  64  0 139.12  32  24  0.1  5.1 221  390 39 77 4.43 1.49 ####6 7/ /

124SPRT 460 B 8.1  10  9.4  2.55  63  6 0 141.56  27  23 < 0.1  3.06 213  370 33 80 4.7 1.64 ####3 17/ /

124SPRT 460 B 8  15  9  3.3  64  5 0 139.12  29  23  0.1  1.37 218  377 36 79 4.64 1.56 ###### 14/ /

124SPRT 460 B 7.52 15 9.7 3.5 70 6.8 0 144 31 24 0.08 0.31 231 377 39 79 4.9 1.59####7 21/ /

124SPRT 460 B 7.88  17.9  9.53  3.35  70.8  6.05 0 139.12  43  27.1  0.04  1.31 247 437 37 80 5.03 1.53####6 18/ /

124SPRT 460 B 7.93  16.7  8.91  3.25  64  5.46 0 139.12  33.6  24.2  0.06  1.69 226 375 35 79 4.67 1.57####7 23/ /

3857601

124QNCT 572 B 7.9  16  22  3.5  75  7 0 175.73  50  31 < 0.1 < 0.4 291  500 69 70 3.92 1.49 ####7 26/ /

124QNCT 572 U 7.73 16 7.6 2.6 66 7.5 0 150.1 47 30 0.08 0.44 251 430 30 82 5.27 1.87####8 19/ /

124QNCT 572 B 7.96  17.7  9.16  3.31  76  6.01 0 147.66  46.8  30.7  0.06  0.42 263 434 36 81 5.47 1.69####7 23/ /

3857701

124CRRZ 1516 B  13  2.6  0.2  208  7.2 496.68  4.3  30  0.9 < 0.4 510  875 7 98 33.47 8.23 ####6 8/ /

124CRRZ 1516 B 8.2  16  5.8  0.2  214  0 518.65  4.8  30  0.9 < 0.4 527  889 15 96 23.8 8.19 ####7 26/ /

124CRRZ 1516 B 8.6  13  0.4  0.5  215  1 8.4 490.58  9  30  0.9  1.11 520  912 3 99 53.51 8.26 ###### 14/ /

124CRRZ 1516 U 8.13 0 507.66 779####8 18/ /

124CRRZ 1516 B 8.27  17.6 < 0.5 < 0.5  214  1.38 19.2 461.29  3.75  28.1  0.64 < 0.22 512 1008 3 99 51.21 8.13####6 17/ /

124CRRZ 1516 B 8.62  14.2  0.5 < 0.5  202  1 41.64 437.61  5  30  0.9 < 0.44 511 866 3 99 48.33 8.49####5 9/ /

3858502

124CKMN 270 B 8  11  11.4  3.2  254  0 360  180  75  0.3  3.1 715  1278 41 92 17.13 5.07 ####6 7/ /

124CKMN 270 B 8.4  12  10  2  267  3 1.2 357.56  202  78  0.3  0.49 751  1304 33 94 20.16 5.24 ####5 7/ /

124CKMN 270 B 8.3  11  10  2  262  3 0 360  199  75  0.4  0.22 739  1323 33 94 19.79 5.24 ###### 14/ /

3858601

124QNCT 564 B 8.5  13  3.6  0.85  275  7.2 619.94  32  39  0.6  3.3 679  1170 12 97 33.86 10.15 ####7 27/ /

124QNCT 564 B 8.13 13 2.6 0.7 274 3.6 14.4 610.17 26 37 0.64 0.93 672 1012 9 98 38.94 10.29####8 18/ /

124QNCT 564 B 8.47  14.6  1.92  0.63  274  2.44 14.4 590.65  29.2  34.8  0.32  1.56 664 1214 7 98 43.87 10.01####6 18/ /

3858801

124CRRZ 1650 B 8.5  4.7  1  0 c 178  24 383.99  0  39  0.5  0 436  752 2 99 49.02 7.04 ####6 21/ /

124CRRZ 1650 B 9  13  1.6  0.2  184  25.2 375.87  2.4  33  0.5 < 0.4 445  781 4 98 36.48 6.9 ####7 27/ /

3858901

124CKMN 218 B 7.8  42  42  8.4 c 142  9 0 215  68  149  1.1  0 567  943 139 68 5.23 0.74 ####6 25/ /

3858902

124YEGU 159 B 6.8  32  44  8.3 c 177  0 210  74  198  0.2  0 636  1110 143 72 6.42 0.56 ####6 20/ /

3858903

124YEGU 380 B 8.7  13  3.6  0.85  354  19.2 693.16  70  63  2  1.6 868  1529 12 98 43.59 11.75 ####7 27/ /
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3859503

124CKMN 350 B 7.8  12  6.5  1.7 c 418  0 806  0  190  1  0 1025  1730 23 97 37.74 12.75 ####6 20/ /

3859701

124QNCT 1300 U 8.1 0.9 0 691.94 1290####5 19/ /

124QNCT 1300 B 8.26  18.1 < 0.5 < 0.5  311  1.44 14.4 696.82 < 1.5  43  1.17 < 0.22 734 1328 3 99 74.42 11.83####6 17/ /

124QNCT 1300 B 8.37  16.8  0.82  0.3  306  1.43 11.94 712.8 < 1  43.1  1.38 < 0.09 733 1256 3 99 73.49 12.02####7 11/ /

124QNCT 1300 B 8.41  14.6  0.7 < 0.5  294  1.7 43.08 675.09 < 1  45  1.7 < 0.44 735 1250 4 99 65.57 12.42####5 9/ /

124QNCT 1300 B 8.3  16.1  0.78  0.31  301  6.67 25.2 690.71 < 5  39.3  1.6 < 0.02 731 1111 3 100 72.94 12.09####8 27/ /

3964703

124QNCT 594 B 7.8  16  31.4  9.1  42  0 217.22  25  2.85 < 0.1  0.5 233  402 115 44 1.7 1.24 ####7 26/ /

124QNCT 594 B 8.2  16  32  7.65  42  5 0 223.32  21  3.9 < 0.1  0.09 237  402 111 45 1.73 1.43 ####3 18/ /

124QNCT 594 B 7.32  17.8  26.3  9.29  43.2  4.08 0 202.58  29.7  3.69  0.02  0.81 235 380 105 47 1.84 1.24####6 16/ /

124QNCT 594 B 7.94  18.1  28  9.39  41.1  4.34 0 212.34  24.1  3  0.02  0.09 233 380 110 45 1.72 1.31####7 22/ /

3964901

124SPRT 441 B 7.7  13  19.2  5.3  93  0 237.97  32  36  0.1  0.4 316  575 69 74 4.85 2.51 ####6 9/ /

124SPRT 441 B 8.2  23  14.2  8.4  97  7 0 239.19  37  35 < 0.1  1.28 340  581 69 75 5.04 2.52 ####3 17/ /

124SPRT 441 B 8.2  13  18.8  6.3  95  6 0 236.75  39  36  0.1  0.58 331  592 72 73 4.84 2.42 ###### 14/ /

124SPRT 441 B 7.71 13 18 5.6 100 7.5 0 245.29 34 35 0.08 0.04 334 555 68 76 5.28 2.66####7 20/ /

124SPRT 441 B 7.98  15.6  17.5  5.45  96.1  5.87 0 235.53  37.8  37  0.03  0.23 332 481 66 75 5.14 2.54####6 15/ /

124SPRT 441 B 8.14  15.1  17.6  5.42  92.6  5.89 0 236.75  38.1  37.2  0.05  0.55 329 567 66 75 4.95 2.56####7 10/ /

5907102

124SPRT 271 B 7.8  23  19  6  34  0 112.27  24  20 < 0.1  0.7 182  293 72 50 1.74 0.4 ####7 26/ /

5907502

124SPRT 440 B 7.6  14  4  1.2 c 100  0 187  36  28  0.2  0.8 276  450 14 93 11.26 2.77 ####6 23/ /

124SPRT 440 B 8.5  13  4.6  0.85  91  3.6 174.51  36  18 < 0.1  3.8 256  448 14 92 10.23 2.68 ####7 26/ /

5908201

124SPRT 382 B 7.2  13  40  9  131  0 172.07  161  88  0.1  0.4 527  987 136 67 4.87 0.08 ####6 8/ /

124SPRT 382 B 8.2  14  38  8  138  11 0 195.26  162  88 < 0.1  0.09 555  1015 127 70 5.31 0.65 ####3 18/ /

124SPRT 382 B 8.2  13  37  9  141  10 0 200.14  159  88  0.1  0.09 555  1029 129 70 5.39 0.69 ###### 14/ /

5908402

124SPRT 669 B 7.35  19.2 < 0.5 < 0.5  71.2  2.08 0 123.25  22.6  22.6  0.09 < 0.22 199 350 3 97 17.04 1.95####6 16/ /

124SPRT 669 B 8.22  18.6  0.98  0.33  67.9  2.08 0 130.58  22.6  18.5  0.09 < 0.09 195 318 3 97 15.15 2.06####7 10/ /

124SPRT 669 B 8.31  15.6  1 < 0.5  79.6  2.1 4.29 130.38  23  18  0.1 < 0.44 209 318 5 97 16.22 2.18####5 9/ /

124SPRT 669 B 7.33  16.2  2.79  0.7  87  2.25 0 141.56  57.5  28.3  0.16 < 0.02 265 441 10 95 12.06 2.12####4 27/ /

5908701

124SPRT 645 B 8.2  14  1  0.36  85  0 151.32  27  24  0.2  0.3 226  381 3 97 18.54 2.4 ####6 9/ /

124SPRT 645 B 8.6  16  0.6  0.1  88  1 2.4 151.32  30  24  0.2  0.04 236  387 1 99 27.71 2.52 ####3 18/ /

124SPRT 645 B 8.5  15  0.4  0.1  86  1 2.4 151.32  29  23  0.2  0.13 231  392 1 99 31.51 2.53 ###### 14/ /

124SPRT 645 U 7.64 16 0.26 0.11 99 1.3 2.4 153.76 29 23 0.19 0.04 246 373 1 99 41.04 2.58####7 19/ /

5908903

124YEGUL 330 B 7.5  30  3.8  0.37  127  0 134.24  47  94  0.2  1.8 370  655 11 96 16.65 1.98 ####6 9/ /

124YEGUL 330 B 7.9  34  1.6  0.73  132  3 0 136.68  52  95  0.2  0.89 386  665 6 97 21.71 2.1 ####3 18/ /

124YEGUL 330 B 7.8  34  2  0.5  132  3 0 134.24  53  94  0.2  2.7 387  670 7 97 21.63 2.06 ###### 14/ /

124YEGUL 330 B 7.48  38.5  2.11 < 0.2  129  3.17 0 136.68  47.9  88.6  0.14  1.29 378 635 6 97 22.74 2.12####7 23/ /
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124YEGUL 330 B 7.6  36.7  2.05  0.36  125  3.14 0 136.67  45.5  89.6  0.15  0.44 370 625 7 98 21.17 2.1####6 2/ /

5908904

124YEGUL 285 B 7.9  21  1.5  0.1 c 175  0 237  76  78  0.4  1.8 470  793 4 98 37.35 3.8 ####7 14/ /

124YEGUL 285 B 8.5  19  2.6  0.2  176  4.8 250.17  91  67  0.3 < 0.4 484  846 7 98 28.32 4.11 ####6 10/ /

5916102

124SPRT 682 B 8.3  16  14.2  3.3  474  5 0 444.21  448  191  1  2.35 1373  2416 49 95 29.45 6.3 ###### 16/ /

124SPRT 682 B 8  15  14.8  3.7  466  5 0 442.99  425  178  1  0.89 1327  2432 52 95 28.07 6.22 ###### 14/ /

5916303

124CRRZ 1825 B 8.4  17.2  1.9  0.5 c 343.3  18 756.4  1.6  72   826  6 99 57.28 12.86 ####5 5/ /

124CRRZ 1825 B 8.1  18  1.6  0.2  343  0 781.02 < 4  64  1.1 < 0.4 816  1440 4 99 68 12.7 ####7 26/ /

6001101

124CRRZ 1600 B  16  15  6.1 c 262  0 418.11  117  119   0.2 740  1250 62 90 14.41 5.6 ###### 14/ /

6001102

124CRRZ 1632 B  19  1.8  0.9 c 191  0 412  12  33   0 460  786 8 98 29.03 6.59 ###### 14/ /

6001201

124SPRT 1132 B 6.3  24  14  4.5 c 44  0 96  29  28   0 190  308 53 64 2.62 0.5 ###### 9/ /

6001204

124SPRT 1225 B 6.32 25 8.5 3.5 57 4.4 0 102.51 25 26 3.21 < 0.04 203 315 35 77 4.16 0.97####7 23/ /

124SPRT 1225 B 6.75  27.6  7.6  3.17  52.9  4.11 0 111.05  24.2  25.7  0.06 < 0.22 200 315 32 78 4.07 1.18####6 17/ /

124SPRT 1225 B 6.99  26.5  8  3.22  50.7  4.11 0 111.78  23.8  26  0.08 < 0.09 197 313 33 76 3.83 1.17####7 10/ /

124SPRT 1225 B 6.94  21.8  8.4  3.2  54.6  4.2 0 114.71  26  23  0.1 < 0.44 198 314 34 78 4.06 1.19####5 9/ /

124SPRT 1225 B 5.95  22.4  8.39  3.31  49.8  3.88 0 112.27  23.5  25.9  0.11 < 0.02 193 305 35 76 3.68 1.14####4 27/ /

6001301

124SPRT 1175 B 7.22 19 7 3 c 48 0 111.05 14 18 0.2 < 0.1 163 245 30 77 3.82 1.22####3 15/ /

124SPRT 1175 U 6.78 20.7 4.6 2.8 c 53.1 4.2 19 18.5 0.32 0 282 22 83 4.82####6 17/ /

124SPRT 1175 B 7.06  26  6.34  2.53  43.4  3.81 0 105.68  14.3  17.7  0.11 < 0.09 166 260 26 78 3.69 1.21####7 10/ /

6001401

124SPRT 1060 B 6.8 13.6 4.1 53.4 0 124.48 16 34.5 0.1 0 182 300 50 69 3.26 1.02###### 5/ /

6001402

124SPRT 1050 B 7 14.4 4.3 55.2 0 131.8 22 30.5 0.1 0 191 300 53 69 3.28 1.09###### 13/ /

6001502

124SPRT 1060 B 8.1  17  4.4  0.5  90  0 206.24 < 4  29  0.2  0.2 246  408 13 93 10.84 3.12 ####6 11/ /

124SPRT 1060 B 8  17  1.4  0.37  88  2 0 191.59  2  27  0.1  0.04 232  387 5 97 17.09 3.04 ####3 17/ /

124SPRT 1060 B 8.1  17  1.4  0.36  84  2 0 186.71  1  27  0.1  0.04 224  377 4 97 16.38 2.96 ###### 14/ /

6001503

124YEGU 183 B 8  13  4  0.25  439  0 781.02  97  155  1.1 < 0.4 1093  1958 11 98 57.56 12.58 ####7 26/ /

6001601

124SPRT 1168 U 7.4   1  1 c 59  0  11  20   237  6 95 9.98 ####7 0/ /

6001602

124SPRT 1165 U 7.4   1  2 c 63  0  11  25   264  10 92 8.37 ####7 0/ /

124SPRT 1165 B 7.7  18  4.8  1.45  59  0 129.36  14  20  0.1 < 0.4 181  300 17 87 6.06 1.76 ####6 10/ /

124SPRT 1165 B 8.1  21  4.8  1.45  59  3 0 131.8  16  20 < 0.1 < 0.04 190  308 17 87 6.06 1.8 ####3 17/ /

124SPRT 1165 B 8.1  20  4.4  1.7  60  3 0 133.02  17  20  0.1 < 0.04 191  310 17 87 6.16 1.82 ###### 14/ /

6002102
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124SPRT 1100 B 8.3  22  9.2  1.6  53  0 124.48  19  18 < 0.1  1.2 185  296 29 79 4.24 1.45 ####7 25/ /

6002401

124YEGUU 32 B 6.3  81  76  26 c 232  0 198  158  332  0.4  4.9 1007  1690 296 62 5.86 0 ####6 20/ /

6002601

110AVYG 300 B 7.1  37  106  12 c 779  0 498  904  465  0.3  2.8 2550  3810 313 84 19.13 1.89 ####6 20/ /

6003102

124YEGUU 273 B 7.8  22  14.2  1.3  204  0 283.12  112  98  0.3  0.9 591  1032 40 91 13.9 3.82 ####6 8/ /

124YEGUU 273 B 8.2  24  13.4  1.1  206  4 0 279.46  111  104  0.3  0.62 601  1057 37 92 14.54 3.82 ####3 17/ /

124YEGUU 273 B 8.1  24  13  1.3  206  3 0 275.8  110  107  0.3  1.37 601  1078 37 92 14.58 3.76 ###### 14/ /

124YEGUU 273 B 8.11  27.4  13.4  1.61  204  3.86 0 266.04  117  122  0.23  0.34 620 1009 40 91 14.02 3.56####7 11/ /

6003201

124CZWX 1485 U 9  17  1  0 c 79  11 0  15  12  0.16  135  2 98 21.76 0.32 ###### 31/ /

124CZWX 1485 B 8.9   1  1 c 76  14 132  10  17  0.2  184  310 6 96 12.86 2.5 ###### 9/ /

124CZWX 1485 B 8.66 18 < 0.1 < 0.1 66 0.5 0 159.87 3 15 0.24 < 0.01 181 296 0 99 35.31 2.61####8 18/ /

6003202

124CZWX 1494 B 8.4  15  0.8  0 c 75  12 142.78  3  16  0.3 < 0.1 192  308 1 98 23.09 2.7 ####4 4/ /

124CZWX 1494 B 8.2  17  0.6  0.1  68  0 156.2  5.8  14  0.3 < 0.4 183  300 1 98 21.41 2.52 ####6 10/ /

124CZWX 1494 B 8.2  18  0.2  0.1  72  1 0 150.1  4.8  21  0.3 < 0.04 191  310 0 99 32.82 2.44 ####3 17/ /

124CZWX 1494 B 8.7  16 < 0.1 < 0.1  71  0.5 6 150.1  4.8  14  0.3 < 0.04 186  308 0 99 37.99 2.65 ###### 14/ /

124CZWX 1494 B 8.75 18 < 0.1 < 0.1 77 0.42 4.8 154.98 4 14 0.26 0.04 194 304 0 99 41.2 2.69####7 20/ /

6003501

124YEGUU 238 B 8  18  24  0.74  789  0 707.8 < 4  868  0.7 < 0.4 2052  4030 62 96 43.27 10.34 ####6 10/ /

124YEGUU 238 B 8.2  20  16  0.73  832  7 0 713.9  4  874  0.7 < 0.04 2105  4061 42 97 55.24 10.84 ####3 17/ /

124YEGUU 238 B 8.1  19  15  1.1  808  6 0 706.58  3  872  0.8 < 0.04 2072  4185 41 97 54.53 10.74 ###### 14/ /

124YEGUU 238 B 7.94  20.8  14.6  0.97  768  6.32 0 690.72 < 1  889  0.55 < 0.09 2041 3610 40 97 52.55 10.51####7 23/ /
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